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This lnterco}gnection Agreement (“Agreement”) is made and entered into this L X

day of DA, 20\ by South Carolina Electric & Gas Gompany (‘Utllity"),
and SolAmerica_SC. LLC (“Interconnection Customer”) each herelnafter
sometimes referred 1o individually as “Party” or both referred to collectively as the

"Parties,”
Utility Information
Utility: South Carolina Electric & Gas Company.

Attention;_ “Manaq_erm Electile Transmission Suppott.

Address: ___220 Operation Way, Mall Code J36........

Gity:, Cayce State: 8C  Zipt._ 29033
Phone:..  808-217-2175 .  Fax:___808-933-7046
Email,..  FElectricTransmissiof@soane. com

Interconnection Customer Information

Interconnection Customer: SolAmetrica §G, LLC

Attention: ___George N. Morl 'E§
Address: __1819.Peachtres Road, Sulte 100 z:
City: Atlanta State: _GA _ Zip; 30309 . ?i
Phonet____404-351-8175 Other: _404-351-8175 é;
Emall; gmotl@solameticasnergy.com (i
Interconnection Request ID No: 20151106002 i:

«

In consideration of the mutual covenants set forth herein, the Partles agree as
follows:
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Article 1. Scope and Limitations of Agreement

11 Applicability

This Agreement shall be used for all Interconnection Requests submitted
under the South Carolina Generator Interconnection Procedures except for
those submitted under the 20 kW Inverter Process in Section 2 of the
Standard, .

1.2  Purpose

This Agreement governs the terms and conditions under which the
Interconnection Customer's Generating Faollity will Intercennact with, and
operate in parallel with, the Utllity’s System, -

1.3 No Agreement to Purchase or Deliver Power or RECS

This Agreement does not constitute an agreement to purchase or deliver
the Interconnection Customer's power or Renewable Energy Certificates
(RECs), The purchass or dellvery of power, RECs that might result from the
operation of the Generating Facility, and other services that the
Interconnection Customer may require will be covered under separate
agreements, If any. The Intarconnaction Customer will be responsible for
separately making all necessary arrangements (Including scheduling) for
delivery of electricity with the applicable Utility.

1.4  Limitations

Nothing In this Agreement is intended to affect any other agreement
between the Utility and the Interconnection Customer.

1.5  Responsibilities of the Parties

181 The Parties shall perform all obligations of this Agreement in
aceordance with all Applicable Laws and Regulations, Operating
Requirements, and Good Utllity Practice.

152 The Interconnection Customer shall construct, Interconnect, operate
and maintain its Generating Facility and construct, operate, and
maintaln its Interconnection Facilitles in accordance with the
applicable manufacturer's recommended malntenance schedule,
and In accordance with this Agreement, and with Good Utility
Practice,

SCGIP Interconnection Agresment 2
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1.5.3 The Utility shall construct, operate, and maintain its System and
Interconnection Facilities In accordance with this Agreement, and
with Good Utility Practice.

1.5.4 The Interconnection Customer agrees to construct Its facllities or
systems in accordance with applicable specifications that meet or
exceed those provided by the Natlonal Electrical Safety Code,
National Elactrical Code, the American National Standards Institute,
IEEE, Underwriters’ Laboratorles, and Operating Requirements In
offect at the time of construction and other applicable national and
state codes and standards. The Interconnection Customer agrees to
design, install, maintain, and operate its Generating Facility so as to
reasonably minimize the lkelihood of a disturbance adversely
affecting or impairing the System or equipment of the Utliity and any
Affacted Systems.

1.5.5 Each Party shall operate, maintain, repair, and inspeat, and shall be
fully responsible for the facilities that it now or subsequently may own
unless otherwise specified in the Appendices to this Agreament,
Each Parly shall be responsible for the safe Installation,
maintenance, repair and condition of thelr respective lines and
appurtenances on their respective sides of the point of change of
ownership. The Utility and the Interconnection Customer, as
appropriate, shall provide interconnection Facllities that adequately
protect the Utllity's System, personnel, and other persons from
damage and injury, The allocation of rasponsibility for the design,
installation,  aperation,  maintenance and ownership of
Interconnection Facilities shall be delineated in the Appendices to

this Agreement.

10Ol -0OLOZ
IV o FPUC #7397

1.5.6 The Utility shall coordinate with all Affected Systems to support the
interconnection,

1 8.7 The Interconnection Customer is responsible for reviewing the NERC
reglstration  requirements,  registering when applicable and
complying with the applicable Electric Reliability Organization (ERO)
reliability standards,
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1.6  Disconnect Switch Required

The Interconnection Customer shall Install a manual load-break disconnect
switch or safety switch as a clear visible Indication of switch position
between the Utility System and the Interconnection Customer, The switch
must have padiock provisions for lacking in the open position, The switch
must be vislble to, and acsesaible ta Utility personnel. The switch must be
in visible sight of where the Utilities’ interconnaction facllities meet the

SCQIP Interconnaction Agreement 3
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Intorconnection  Customer's facllties, The switoh must be labeled
"Qenerator Disconnect Switch." The switch may isolate the Interconnection
Customer and Its associated load from the Utility's System or disconnect
only the Generator from the Utility's System and shall be accessible to the
Ulility at all times. The Utility, in its sole discretion, determines If the switch

is suitable,

1.7 Parallel Operation Qbligations

Once the Generating Facillty has been authorized to commence parallel
operation, the [nterconnection Customer shall ablde by all rules and
procedures pertaining to the parallel operation of the Generating Facility In
the applicable control area, Including, but not limited to: 1) any rules and
procedures concerning the operation of generation set forth in Commisslon-
approved tariffs or by the applicable system operator(g) for the Utility's
System and; 2) the Operating Requirements set forth in AppendIx 5 of this

Agreement.

1.8  Metering

The Interconnection Customet shall be responsible for the Utllity's ¢
reasonable and necessary cost for the purchase, Installation, operation,
maintanance, testing, repalr, and replacement of metering and data
acquisition equipment specifled in Appendices 2 and 3 of this Agreement.
The Interconnection Customer's metering (and data acquisition, as
required) equipment shall conform to applicable Industry rules and
Operating Requirements.

1.9 Reactive Rower,

N OO0l _OLOZ 4L AN LE
J CIPOrUGCH U/ 19YU JSAITS a5~

1.9.1 The Interconnection Customer shall design its Generating Facllity to
maintain a composite power delivery at continuous rated power
output at the Point of Interconnection at a power factor within the
range of 0.95 leading to 0.95 lagging, unless the Utllity has
established different requirements that apply to all simllarly sltuated
generators in the control area on & comparable basls. The
requirerments of this paragraph shall not apply to wind generators,

i=4-F e |
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1.9.2 The Utility Is required to pay the Intersonnection Customer for
reactive power that the Interconnection Customer provides or
absorbs from the Generating Facllity when the Utlllty requests the
Interconnection Customer to operate (ts Generating Facility outside
the range specifled In Article 1.8.1 or the range established by the
Utility that applies to all similarly situated generators in the control
area. In additlon, if the Utllty pays its own or affillated generators for
reactive power service within the specified range, It must also pay
the Interconnection Customer,

SCGIP Interconnectlon Agreement 4
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1.9.3 Payments shall be In accordance with the Utllity’s applicable rate
schedule then in effect unless the provision of such service(s) is
subject to a reglonal transmission organization or independent system
operator FERC-approved rate schedule. To the extent that no rate
schedule Is In effect at the time the Interconnection Customer Is
required to provide or absorb reactive power under this Agreement,
the Partles agree to expeditiously file such rate schedule and agree to
support any request for waiver of any prior notice requirernent in order
{o compensate the Interconnection Customer from the time service
commenced.

1,10 Capltalized Terms

Capltalized terms used herein shall have the meanings specified in the
Glossary of Terms in Attachment 1 of the South Carolina Generator
Interconnection Procedures or the body of this Agreement.

Article 2. Inspection, Testing, Authorization, and Right of Access

21  Equipment Testing and Inspection

511 The Interconnection Customer shall test and inspect Its Generating
Facliity and Interconnaction Fagilities prior to interconnection, The
Interconnection Customer shall notify the Utllity of such activities no
fawer than ten (10) Business Days (or as may be agreed fo by the
Partles) prior to such testing and Inspection, Testing and inspection
shall ooour oh a Business Day, unless otherwise agreed to by the
Partles. The Utility may, at the Intercannection Customet's expense,
send qualified personnel to the Generating Facility site to Inspect the
interconnection and observe the testing. The Intercennection
Gustomer shall provide the Utllity a written test report when such
tasting and inspection is completed.

242 The Utility shall provide the Interconnection Customer written
acknowledgment that It has received the Interconnection Customer’s
‘written test report. Such written acknowledgment shall not be
deemed to be or construed as any representation, assurance,
guarantee, or warranly by the Utllity of the safety, durability,
suitabllity, or rellability of the Generating Facllity or any associated
control, protective, and safety devices owned or controlled by the
Interconnection Customer or the quallty of power produced by the
Generating Facility, If determined necessary by the Utility for safe and
reliable operation of the Interconnection Facilities andfor Generating
Facility, the Utility may also initiate its own inspection and testing
activiies at the Interconnection Customer's expense prior to
authorizing parallel operation of the Generating Facliity.

SCGIP Interconnection Agreement 5
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2.2 Authorization Required Prior to Parallel Operation

2.2.1 The Utility shall use Reasonable Efforts to list applicable parallel
operation requirements In Appendix & of this Agreement.
Additionally, the Utllity shall notify the Intercannection Customer of
any changes to these requirements as soon as they are known. The
Utility shall make Reasonable Efforts to cooperate with the
Interconnection Customer in meeting requirements necessary for the
Interconnection Customer to commence parallel operations by the
in-service date.

292 The Interconnection Customer shall not operate its Generating
Facllity In parallel with the Utility's System without prior written
authorizatlon of the Utility. The Utility will provide such authorization
once the Utility receives nofification that the Interconnection
Customer has complied with all applicable parallel operation
requirements, including but not limited to additional Operating
Requirements presented in Appendix 5 of thie Agreement. Such
authotization shall not be unreasonably withheld, conditioned, of
delayed.

2.3 Right of Access

2.3.1 Upon reasonable notice, the Utility may send a qualified person to
the premises of the Interconnection Customer at or Immediately
before the time the Generating Faoility first produces energy fto
inspect the interconnection, and observe the commissloning of the
Generating Facility (including any required testing), startup, and
operation for a period of up to three (3) Business Days after initial
start-up of the unit. In addition, the Interconnection Customer shall

" notify the Utility at least five (5) Business Days prior to gonducting
any on-site verlfication testing of the Generating Faaility.

232 Following the Initial inspection process desoribed above, at
reasonable hours, and upon reasonable notice, or atany time withouit
notice in the event of an emergency or hazardous condition, the
Utlity shall have access to the Interconnection Customer's premises
for any reasonable purpose in connection with the performance of
the obligations imposed on it by this Agreement or if necessary to
meet its legal obligation to provids service to its customers.

2.3.3 Each Parly shall be responsible for its own costs assoclated with
following this Article,

SCGIP Interconrection Agresment )
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Article 3. Effective Date, Term, Termination, and Disconnection

3.1 Effectlve Date

This Agreement shall become effective upon execution by the Parties,

32 Term of Agreement

This Agreement shall become effective on the Effective Date and shall
remain in effect for a period of ten (10) years from the Effective Date or such
other longer period as the Interconnection Customer may request and shall
be automatically renewed for each successive one-year period thereafter,
unless terminated earfier in accordance with Article 3.3 of this Agreement.

3.3 Termination

No termination shall become effective until the Parties have complled with
all Applicable Laws and Regulations applicable to such termination.

3.3.1 The Interconnection Customer may terminate this Agreement at any
time by giving the Utlity 20 Business Days written notice and
physically and permanently disconnecting the Generating Facility
from the Utility's System. '

3.3.2 The Utllity may terminate this Agreement for failure to comply with
the requirements of Article 7.1.2 or Article 7.1 3.

3,3.3 Either Party may terminate this Agreement after Default pursuant to
Article 7.8,

3.3,4 Upon termination of this Agreament, the Generating Factiity will be
disconnected from the Utllity's System. All costs required to
effectuate such dissonnection shall be bome by the terminating
Party, unless such termination resulted from the non-terminating
Party's Default of this Agreement or such nor-terminating Party
otherwise is responsible for these costs under this Agreement.

3.3.5 The termination of this Agreement shall not relieve either Party of its
liabilities and obligations, owed or continuing at the time of the
termination, including any remalning term requirements for payment
of Charges that are billed under a monthly payment optlon as
prescribed in Article 6,

Iad
O

3,36 The provisions of this article shall survive termination or expiration of
this Agreement,

SOGIP Interconnaction Agreement 7
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3.4 Temporary Disconnection

Ternporary disconnection shall continue only for so long as reasonably
hacessary under Good Utllity Practice,

3.4.1 Isolating or Disconnecting the Generating Facility

The Utility may isolate the interconnection Customer's premises
and/or Generating Facility from the Utlity's System when necessary
in order to construct, install, repalr, replace, remove, investigate or
inspect any of the Utility's equipment or part of Utility's System; or if
the Utility determines that isolation of the Interconnection Gustomer's
premises and/or Generating Faclity from the Utility's System ls
necassary because of emergencies, foroed outages, force majeure
or compliance with prudent electrical practices, Whenever feasible,
the Utllity shall give the Interconnection Customer reasonable notice
of the Isolation of the Interconnection Customer's premises and/or
Generating Facility from the Utility's System.

Notwithstanding any other provision of this Agreement, If at any time
the Utility determines that the continued operation of the Generating
Facliity may endanger either (1) the Utllity's personnel or other
persons or property or (2) the integrity or safety of the Utility's
System, or otherwise cause unacceptable power quality problems for
other electric consumers, the Utllity shall have the right 10 isolate the
interconnection Customer's premises and/or Generating Facility
from the Utllity's System.

3.4.2 Emergency Conditions

Under Emergency Conditions, the Utllity may immediately suspend
interconnection service and temporartly disconnect the Generating
Facllity. The Utllity shall notify the Interconnection Customer
promptly when It becomes aware of an Emergency Condition that
may reasonably be expected to affect the Interconnection
Gustomer's operation of the Generating Facility. The Interconnection
Gustomer shall notify the Utility promptly when it becomes aware of
an Emergency Condition that may reasonably be expected to affect
the Utility's System or any Affected Systems. To the extent
information is known, the notification shall describe the Emergenoy
Gondition, the extent of the damage or deficiency, the expected
offect on the operation of both Partles’ facilities and operations, ita
anticipated duration, and the necessary corrective action,

SCGIP Interconnection Agreement 8
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3,43 Routine Maintenance, Constructlon, and Repair

The Utllity may Interrupt interconnection service or curtail the output
of the Generating Facility and temporarlly disconnect the Generating
Facilty from the Utility's System when necessary for routine
maintenance, construction, and repairs on the Utility's System. The
Utility shall make best efforts to provide the Interconnection
Customer reasonable notice prior to such interruption, The Utility
shall use Reasonable Efforts to coordinate such reduction or
temporary disconnection with the Interconnection Customer.

3.44 Forced Outades

During any forced outage, the Utility may suspend interconnection
service to effact Immediate repairs on the Utllity's 8ystem. The Utility
shall use Reasonable Efforts to provide the Interconnection
Custorner with prior notice. If prior notice is not given, the Utility shall,
upon request, provide the Interconnection Customer  written
documentation after the fact explaining the circumstances of the
disconnection.

3.4.5 Adverse Operating Effects

The Utility shall notify the Interconnection Customer as soon as
practicable If, based on Good Utllity Practice, operation of the
Generating Facliity may cause disruption or deterloration of service
to other customers served from the same electric system, or if
operating the Generating Faoility could cause damage to the Utility's
System or Affected Systems. Supporting documnentation used to
reach the decislon to disconnect shafl be provided to the
interconnection Customer upon request, If, after notice, the
Interconnection Customer fails to remedy the adverse operating
offect within a reasonable time, the Utllity may disconnect the
Generating Facllity, The Utility shall make best efforts to provide the
Interconnection Gustomer reasonable notice of such disconneation,
unless the provisions of Article 3.4.1 apply.

3.4.6 Fallure to Majntain Compliance with Operating Regquirements

The Utllity may disconnect from the Utility's System any Genarating
Faoility determined to be malfunctioning, or not in compllance with
this Standard or Operating Requirements, The Interconnection
Customer must provide proof of compliance with this Agreement or

SCGIP Interconneation Agresment 9
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Operating Requirements before the Generating Facility will be
reconnected.

3.4.7 Modification of the Generating Fagility

The Interconnection Customer must recelve written authorization
from the Utility before making any Material Modlfication or any other
change to the Generating Facility that may have a material impact
on the safety or reliability of the Utility's System. Such authorization
shall not be unreasonably withheld. Modifleations shall be done In
accordance with Good Utlity Practice, If the interconnection
Gustomer makes such modification without the Utility's prior written
authorization, the latter shall have the right to temporarily disconnect

the Generating Facility.

3.4.8 Reconnection

The Parties shall cooperate with each other to restore the Generating
Facllity, Interconnection Facilities, and the Utllity's System to thelr
normal operating state as soon as reagonably practicable following
a temporary or emergency disconnection,

Article 4. Cost Responsibility for Interconnection Facilities and Distributlon
Upgrades ,

44  Intercopnection Facllities

414 The Interconnection Customer shall pay for the cost of the
Interconnection Facllities itemized in Appendix 2 of this Agreement,
The Utility shall provide a best sstimate. cost, including overheads,
for the purchase and construction of its Interconnection Facilities and
provide a detalled itemization of such costs. Costs associated with
(nterconnection Facilities may be shared with other entlties that may
benefit from such faclliies by agreement of the Interconnection
Customer, such other enfities, and the Utility.

41.2 The Interconnection Customer shall be responsible for its share of all
reasonable expenses, Including overheads, assoclated with
(1) owning, operating, maintaining, rapairing, and replacing its own
interconnection Facllities, and (2) operating, maintaining, repairing,
and replacing the Utllity's Interconnection Facilitles.

4.2  Distribution Uparades

The Utllity shall deslgn, procure, construct, Install, and own the Distribution
Upgrades described In Appendix 8 of this Agreement, The actual cost of the

SGGIP Interconnaction Agresment 10
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Distribution Upgrades, including overheads, on-going operations,
malntenance, repair, and replacement, shall be directly assigned to the
interconnection Customer.

Article B, Cost Responsibllity for Network Upgrades
51  Applicabiity

No portion of this Article 5 shall apply unless the interconnection of the
Generating Facility requires Network Upgrades,

52  Network Upgrades

The Utility shall design; procure, construct, install, and own the Network
Upgrades described In Appendix & of this Agreement, The cost of the
Network  Upgrades, Including overheads, on-going  operations,
maintenance, repair, and replasement shall be borne by the Interconnection
Customer,

Article 6. Billing, Payment, Milestones, and Financlal Security

6.1 Billng and Payment Procedures and Final Acoounting

The Interconnection Customer shall pay 100% of required Interconnection
Facilities, and any other charges as required in Appendlx 2 pursuant to the
milestanes specified in Appendix 4. The Interconnection Customer shall pay
100% of required Upgrades and any other charges as required in Appendix
6 pursuant to the milestones specified in Appendix 4. Upon receipt of
100% of the foregoing pre-payment charges, the payment is ot refundable
due to cancellation of the Interconnection Request for any reason.

8.1.1 If Implemented by the Utility or requested by the Interconnection
Customer In writing within 15 Business Days of the Utllity completing
the construction and Installation of the Utility's Interconnaction
Facililes and/or Upgrades described in the Appendices to this
Agreement, the Utility shall provide the Interconnection Customer a
final accounting report within 60 Business Days addressing any
difference between (1) the Interconnection Customer's cost
responslibility for the actual cost of such facllities or Upgrades, and
(2) the Interconnection Customer's previous aggregate payments o
the Utility for such facllities or Upgrades. If the Interconnection
Customer's cost responsibllity exceeds its previous aggregate
payments, the Utility shall involce the Interconnection Customer for
the amount due and the Interconnection Customer shall make
payment to the Utility within 20 Business Days. If the Interconnection
Customer's previous aggregdate payments exceed Its cost

SCGIP Interconnection Agreerment 1
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responsibility under this Agreement, the Utility shall refund to the
Interconnection Customer an amount equal to the differance within
20 Business Days of the final accounting report, If necessary and
approprlate as a result of the final accounting, the Utility may also
adjust the monthly charges set forth in Appendix 2 of the
Interconnection Agreement.

6.1.2 The Utility shall bill the Interconnection Customer for the costs
associated with operating, maintaining, repaliring and replacing the
Utility's System Upgrades, as set forth In Appendix 6 of this
Agreement. The Utllity shall bill the Interconnection Customer for the
costs of commissioning and Inspection of the Interconnection
Customar's Interconnection Facilities and for providing the Utility's
Interconnection Fagilities including the costs for on-going operations,
maintenance, repair and replacement of the Utility's Interconnection
Facilities under a Utility rate schedule, tariff, rider or service
regulation providing for extra facllities or additional facilities charges,
as set forth in Appendix 2 of this Agreement, such monthly charges to
continue throughout ihe entire life of the Intarconnection.

6.2 Milestones,

The Parties shall agree on milestones for which each Parly is responsible
and list them in Appendix 4 of this Agresment. A Party's obligations under
this provislon may be extended by agreement, except for timing for Payment
or Finarcial Security-related requirements set forth in the milestones, which
shall adhere to Section 5.2.4 of the Standards. If a Parly anticipates that it
will be unable to meet a milestone for any reason other than a Force
Majeure Event, it shall iImmediately notify the other Party of the reason(s)
for not meeting the milestone and (1) propose the earliest reasonable
alternate date by which It can attain this and future milestones, and (2)
request appropriate amendments to Appendix 4. The Party affected by the
fallure to meet a milestone shall not unreasonably withhold agreement to
such an amendment unless (1) it will suffer significant uncompensated
economic or operational harm from the delay, (2) the delay will materially
affact the schedule of another Interconnection Customer with subordinate
Queue Position, (3) attainment of the same milestone has previously been
delayed, or (4) It has reason to believe that the delay In mesting the
milestona Is Intentional or unwarranted notwithstanding the circumstances
explained by the Parly proposing the amendment,

6.3  Flnanolal Securlty Atrangements

Pursuant to the Interconnection Agreement Milestones Appendix 4, the
Interconnection Customer shall provide the Utility a letter of credit or other
financial securlty arrangement that Is reasonably acceptable to the Utility
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and is consistent with the Uniform Commercial Gode of South Caralina,
Such securlty for payrment shall be in an amount sufficient to cover the costs
for constructing, designing, procuring, and installing the applicable portion
of the Utllity’s Interconnection Facilities and Upgrades and shall be reduced
on a dollar-for-dollar basis for payments made to the Utllity under this
Agreement during its term, In addition:

6.3.1 The guarantee must be made by an entily that meets the
creditworthiness requirements of the Utilily, and contain terms and
conditions that guarantee payment of any amount that may be due
from the Interconnection Customer, Up to an agreed-to maximum
armount.

6.3.2 The letter of credit must be issued by a financial institution or insurer
reasonably acceptable to the Utility and must specify a reasonable
expiration date.

6.3.3 The Utlity may waive the security requirements if its credit policies
show that the financial risks involved are de minimus, or if the Utility's
policies allow the acceptance of an alternatlve showing of cradit-
worthiness from the Interconnection Customer,

Article 7. Assignment, Liability, Indemnity, Force Majeure, Consequential
Damages, and Defaulf

7.1 Asslgnment

741 The Interconnection Customer shall notify the Utility of the pending
sale of an exisiing Generation Facllity in writing. The Interconnection
Gustometr shall provide the Utility with Information regarding whether
the sale Is a change of ownership of the Generatioh Facillly to a hew
legal entity, or a change of control of the existing legal entity.

7.4.9 The Interconnection Customer shall promptly notify the Utility of the
final date of sale and transfer date of ownership in writing. The
purchaser of the Generation Facillty ghall confirm to the Utility the
final date of sale and transfer date of ownership (n writing

7.4.3 This Agreement shall not survive the transfer of ownershlp of the
Generating Faclity to a new legal enfity owner, The new owner must
complate a new Interconnection Request and submit it to the Utility
within 20 Business Days of the transfer of ownership or the Utility's
Interconnection Facilities shall be removed or disabled and the
Generating Facility disconnected from the Utliity's System, The Utllity
shall not study or Inspect the Generating Facllity unless the new
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owner's Interconnection Redquest Indicates that a Material
Modiflcation has ocourred or is proposed,

- 744 This Agresment shall survive a change of control of the Generating
Facility’ legal entity owner, where only the contact information In the
Interconnection Agreement must be modified. The new owner must
complete a new Interconnection Request and submit it to the Utility
within 20 Business Days of the change of control and provide the
new contact information. The Utllity shall not study or inspect the
Generating Facillty unless the new owner's interconnection Request
(ndicates that a Material Modlfication has occurred or is proposed,

745 The Interconnection Gustomer shall have the right to assign this
Agrearment, without the consent of the Utllity, for collateral security
purposes to aid In providing financing for the Generating Facility,
provided that the Interconnection Customer will promptly notify the
Utllity of any such assignmant. Agsignment shall not relieve & Party
of its obligations, nor shall a Party's obligations be enlarged, in whole
or in part, by reason thereof,

7.4.6 Any attempted assignment that violates this article is void and
ineffective.

22 Limitation of Libllity

Each Party's liability to the other Party for any loss, cost, claim, injury,
llability,. or expense, including reasonable attorney’s fees, relating to or
arlsing from any act or orission in lts performance of this Agreement, shall
be limited o the amount of direct damage actually incurred, In no event shall
sither Party be liable to the other Party for any indlrect, special, incldental,
consequential, or punitive damages of any kind, except as authorized by

this Agreement,

7.3 Indemnity

731 This provision protects each Party from llability incurred to third
parties as a result of carrying out the provisions of this Agreement.
Liabllity under this provision is exempt from the general limitations
on liability found in Article 7.2,

7.3.2 The Parties shall at all times indemnify, defend, and save the other
Party harmless from, any and all damages, losses, clalms, Including
olalms and actions relating to injury to or death of any person or
damage to property, demand, sults, recoveries, costs and expenses,
court costs, attorey fees, and all other obligations by or to third
parties, arising out of or resulting from the other Party’s action or
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SERERE]

inaction of Its obligations under this Agreement on behalf of the
indemnifying Party, except in cases of gross negligence or
intentlonal wrongdoing by the indemnified Party.

7.2.3 If an indemnified Party is entitled to indemnification under this Article
as a result of a clalm by a third party, and the indemnifying Parly fails,
after notice and reasonable opportunity to proceed under this Article,
to assume the defense of such claim, such indemnified Party may at
the expense of the indemnifying Party contest, settle or consenf to
the entry of any judgment with respect to, or pay in full, such claim,

7.3.4 If an indemnifying Party Is obligated to indemnify and hold any
indemnified Party harmless under this Article, the amount owing to
the indemnified Party shall be the amount of such Indemnified Patty's
actual loss, net of any insurance or other recovety.

Wa =51 66 =YV 5106 ™ U3 M ATIVIOINO

7.3.5 Promptly after receipt by an indemnifled Party of any ¢laim or notice
of the commencement of any action or administrative or legal
proceeding or investigation as to which the Indemnity provided for in
{his Article may apply, the indemnified Party shall notify the
indemnifying Parly of such fact, Any fallure of or delay in such
notification shall not affect a Party’s indemnification obligation unless
such fallure or delay is materially prejudicial to the indemnifying
Party.

7.4  Copsequential Damages

Other than as expressly provided for in this Agreement, nelther Party shall
be llable under any provision of this Agresment for any losses, damages,
costs or expenses for any speclal, indirect, Incidental, consequential, or
punitive damages, including but not limited to loss of profit or revenue, loss
of the use of equipment, cost of capital, cost of temporary equipment or
services, whether based in whole or in part in contract, In tort, including
negligenoe, strict liabllity, or any other theory of llability; provided, however,
that damages for which a Party may be liable to the other Party under
another agreement will not be consldered to be special, indirect, incidental,
or consequentlal damages heregunder.

7.5 Force Majeure

7.5.4 As used In this article, a Force Majeure Event shall mean any act of
God, labor disturbance, act of the public enemy, war, insurrection,
riot, fire, storm or flood, explosion, breakege oraccident to machinery
ar equipment, any order, regulation or restriction imposed by
governmental, military or lawfully astablished civillan authorities, or

LA 1O L
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any other cause beyond a Party's sontrol. A Force Majeurs Event
does not Include an act of negligence or intentional wrongdolng.

752 If & Force Majeure Event prevents a Party from fulfilling any
obligations under this Agreament, the Party affected by the Force
Majeure Event (Affected Party) shall promptly notify the other Party,
sither In wrifing or via the talephone, of the existence of the Force
Majeure Event. The notification must specify In reasonable detail the
cireumstances of the Force Majeure Event, its expected duration,
and the steps that the Affected Party is taking to mitigate the effects
of the event on Its performance. The Affected Parly shall keep the
other Party informed on a continuing basis of developments relating
to the Force Majeure Event until the event ends, The Affected Party
will be entitled to suspend or modify its performance of obligations
under this Agreement (other than the obligation to make payments)
only to the extent that the affest of the Force Majeure Event cannot
be mitigated by the use of Reasonable Efforts. The Affeoted Party
will use Reasonable Efforts to resume its performance as soon as
possible.

7.8 Default

7 8.1 No Default shall exist where such failure to discharge an obligation
(other than the payment of money or provision of Financlal Security)
s the result of a Force Majeure Event as defined in this Agreement
or the result of an act or omission of the other Party. Upon a Default,
the non-defaulting Party shall give written notice of such Default to
the defaulting Parly. Except as provided in Article 7.6.2, the
defaulting Party shall have five (5) Business Days from receipt of the
Default notice within which to cure such Default.
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7 8.2 If a Default Is not oured as provided In this Artlcle, the non-defaulting ,
Party shall have the right to terminate this Agreement by written .
notice at any time until cure oceurs, and be relieved of any further 3
a

N

q

s

i

«

O

obligation hereunder and, whether or not that Party terminates this
Agreement, to recover from the defaulting Party all amounts due
hareunder, plus all other damages and remedies to which it is entitled
at law or In equily. The provisions of thiz article will survive
tarmination of this Agreement,

A" A 4

Article 8, Insurance
84 The Interconnection Customer shall obtain and retain, for as long as the
Generating Facility is Interconnected with the Utility's System, liability

insurance which protects the Interconnection Customer from claims for
bodily Injury andfor property damage. The amount of such Insurance shall
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be sufficient to insure against all reasonably foreseeable direct liabilities
givenn the size and nature of the generating aquipment  being
interconnected, the interconnection itself, and the characteristics of the
system to which the Intergonnection is made, This insurance shall be
primary for all purposes, The Interconnection Customer shall provide
certificates evidencing this coverage as required by the Utility, Such
inaurance shall be obtalned from an Insurance provider authorized to do
business In South Carolina. The Utility reserves the right to refuse to
establish or continue the interconnection of the Generating Facliity with the
Utility’s System, if such Insurance ls not in effect.

841 Foran Interconnection Customer that is a residentlal customer of the
Utility proposing to interconnect a Generating Facility ho larger than
260 kW, the required coverage shall be a standard homeowner's
insurance policy with liablity coverage in the amount of at least
$100,000 per oceurrence,

8.1.2 Eor an Interconnection Customer that is a hon-residential customer
of the Utllity proposing to Interconnect a Generating Facility no larger
than 260 kW, the requlred coverage shall be comprehensive general
liabllity insurance with coverage in the amount of at least $300,000
per ocourrence, ‘

8.1.3 For an Interconnection Customer that Is a non-residential customer
of the Utllity proposing to interconnect a Generating Facility greater E?p
than 250 kW, the required coverage shall be comprehensive general 3+
liability insurance with coverage in the amount of at least §1 ,000,000 B
per occurrence, o

8.1.4 An Interconnection Customer of sufficlent credit-worthiness may il
prapose to provide this Insurance via a selfinsurance program If it has m
a elfdnsurance program established in  accordance with
commerclally acceptable risk management practices, and such a .y
propasal shall not be unreasonably rejected. &

(¢
8.2 The Utility agrees to maintain general liability Insurance or self-insurance o
consistent with the Utility's commercial practice, Such insurance or gelf- )

insurance shall not exclude coverage for the Utllity's liabilities undertaken 'y

' ©

pursuant to this Agreement.
83 The Parties further agree to notify each other whenever an accldent or

incident oceurs resulting In any injuries or damages that are included within
the scope of coverage of such insurance, whether or not such coverage is

sought,
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Article 9, Confidentiality

9.1 Confidential Informatlon shall mean any confldential and/or proprietary
Information provided by one Party to the other Party that is clearly marked
or otherwise designated "Confidential.” For purposes of this Agreement all
design, operating specifications, and metering data provided by the
interconnection Customer shall be deemed Confidentlal Information
regardiess of whether It Is clearly marked or otherwise designated as such,

9.2  Confldential Information doss not include Information previously In the
public domain, required to be publicly submitted or divulged by
Governmental Authorities (after notice to the other Party and after
exhausting any opportunity to oppose such publication or relense), or
necessary to be divulged in an action to enforce this Agreement. Each Party
receiving Confidential Information shall hold such information in confidence
and shall not disclose it to any third party nor to the public without the prior
written authorization from the Party providing that Informatlon, except to
fulfill obligations under this Agreement, or to fulfill legal or regulatory
requirements.

9.1.1 Each Party shall employ at least the same standard of care to profect
Gonfidential Information obtained from the other Party as it employs
to protect its awn Confidential Information.

9.1.2 Each Party is entitied to equitable rellef, by Injunction or otherwise,
to enforce lts rights under this provision to prevent the release of
Confldential Information without bond or proof of damages, and may
seek other remedies available at law or in equity for breach of this
provision,

9.1.3 All information pertaining to a project will be provided to the new
owner Ih the case of a change of control of the existing legal entity or
a change of ownership to a new legal entity,

9.3 If information Is requested by the Commisslon from one of the Parties that
is otherwise required to be maintained in confidence pursuant to this
Agreement, the Party shall provide the requested Information to the
Gommission within the time provided for In the request for information, In
providing the Information to the Commilsslon, the Party may request that the
information be treated as confidential and non-public In accordance with
South Carolina law and that the information be withheld from publle
disclosure.

A CAGS

7

AL.10.77Z abed -

Wy

SCGIP intarconnection Agreement 18

SCEG0000904




Atticle 10, Disputes

10.1 The Partles agres to attempt to resolve all disputes arising out of the
interconnection process according to the provisions of this Artiole,

10.2 In the event of a dispute, either Party shall provide the other Party with a
writteh notice of dispute, Such notice shall describe in detall the nature of
the dispute.

10.3  If the dispute has not been resolved within 20 Business Days after receipt
of the notice, either Party may contact the Office of Regulatory Staif for
assistance in Informally resolving the dispute. If the Parties are unable to
Informally resolve the dispute, elther Party may then file a formal complaint
with the Commission.

10.4 Each Parly agrees to conduct all negotiations In good falth,

Article 11, Taxes

111 The Partles agree to follow all applicable tax laws and regulations,
consistent with South Carolina and federal policy and revenue
requirements.

112 Each Party shall cooperate with the other to maintain the other Party's tax
status, Nothing In this Agreement Is Intended to adversely affect the Utllity's
tax exempt status with respect to the Issuance of bonds including, but not
limited to, local furnishing bonds.

Artlole 12, Miscellaneous

-G T OV IOUTTT

12.1 Governing Law, Reaulatory Authorlty, and Rules

o

The validity, interpretation and enforcement of this Agreement and each of
Its provisions shall be governed by the laws of the State of South Carolina,
without regard to its conflicts of law principles, This Agreement is subject to
all Applicable Laws and Regulations. Each Party expressly reserves the
right to seek changes In, appeal, or otherwise contest any laws, orders, or
regulations of a Governmental Authority.

oU

¥

L 10.07 abBP 1= 3-C01L=-Q1 NZ 41301 =N
1 T

\oad

12.2  Amendrment

The Partles may amend this Agreement by a written instrument duly
axecuted by both Parties, or under Artlcle 12,12 of this Agreement,
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12,3 No Third-Party Beneficlarles

This Agresment is not intended to and does not create rights, rermedies, or
benefits of any character whatsoever In favor of any persons, corporations,
assoclations, or entlties other than the Partles, and the obligations hereln
assumed are solely for the use and beneflt of the Partles, their successors
in interest and where perrhitted, thelr assigns.

12.4  Waiver

12.4.1 The fallure of a Party to this Agreement to Insist, on any occasion,
upon strict performance of any provision of this Agreement will not
be considered a waiver of any obligation, right, or duty of, or imposed
upon, such Party.

12.4.2 Any waiver at any time by either Party of its rights with respect to this
Agreement shall not be deemed a continuing walver or a waiver with
respact to any other failure to comply with any other obligation, right,
duty of this Agreement, Termination or default of this Agreement for
any reason by Interconnection Customer shali not constitute a walver
of the Interconnection Customer's legal rights to obtain an
interconnection from the Utility. Any waiver of this Agreement shall,
if requested, be provided In writing.

12.5 Entire Adresment

This Agreement, including all Appendices, constitutes the entire agreement
between the Parties with reference to the subject matter hereof, and
supersedes all prior and contemporaneous understandings or agreements,
oral or wiitten, between the Parties with respect to the subject matter of this
Agreement, There are no other agreements, representations, warranties, or
covenants whlch oconstitute any part of the consideration for, or any
condition to, elther Party’s compliance with Its obligations under this
Agreement,

12.6  Multiple Counterparis

This Agreement may be executed in two or more counterparts, each of
which is deemed an original but all constitute one and the same Instrument.

A )
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12.7 No Partnership

This Agreement shall not be interpreted or construed to create an
association, joint venturs, agency relationship, or partnership between the
Parties or to Impose any partnership obligation or partnership liability upon
sither Party. Neither Party shall have any right, power or authority to enter
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into any agreement or undertaking for, or act on behalf of, or to act as orbe
an agent or representative of, or to otherwise bind, the other Party,

12.8  Severability

It any pravision or portion of this Agreement shall for any reason be held or
adjudged to be invalid or illegal or unenforceable by any court of competent
jurisdiction or other Governmental Authority, (1) such portion or provision
shall be deemed separate and independent, (2) the Parties shall negotiate in
good falth to restors insofar as practicable the benefits to each Party that
were affected by such ruling, and (3) the remainder of this Agreement shall
remain in full force and effect,

12,9 Security Arrangements

Infrastructure security of electric system equipment and operations and
control hardware and software is essentlal to ensure day-to-day reliability
and operational security, Al Utllities are expected to meet basic standards
for electric system Infrastructure and operational security, inoluding
physical, operational, and cyber-securlty practices.

12,10 Environmenta| Releases

Each Party shall notify the other Parly, first orally and then in writing, of the
release of any hazardous substances, any asbestos or lead abatement
activities, or any type of remediation activities related to the Generating
Facllity or the Interconnection Facilities, each of which may reasonably be
expected to affect the other Party. The notlfying Party shall (1) provide the
notloe as soon as practicable, provided such Party makes a good faith effort
{o provide the notice no later than 24 hours after such Party becomes aware
of the occurrence, and (2) promptly furnish to the other Party copies of any
publicly avallable reports flled with any Governmental Authorities
addressing such avents.

12.11 Subcontractors

Nothing in this Agresment shall prevent a Party from utilizing the gervices
of any subcontractor as it deems approptiate to perform its obligations
under this Agreement; provided, however, that each Party shall require its
subcontractors to comply with all applicable terms and conditions of this
Agresment In providing such sarvices and each Party shall remain primarily
llable to the other Party for the performance of such subcontractor.

e
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12.11.4 The creation.of any subcontract relationship shall not relieve the
hiring Party of any of its obligations under this Agreement. The
hiring Party shall be fully responsible to the other Party for the
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acts or omissions of any subcontractor the hiring Party hires as if
ho subcontract had been made; provided, however, that in no
svent shall the Utllity be liable for the actions or inactions of the
Interconnection Customer or its subcontractors with respect to
obligations of the Interconnection Customer under this
Agreement, Any applicable obligation Imposed by this Agreement
upon the hiring Party shall be equally binding upon, and shall be
construed as having application to, any subconfractor of such

Party.

12.41.2 The obligations under this article will not be limited in any way by
any limitation of subcontractor's insurance.

12.12 Reservation of Rights

_ The Utility shall have the right to make a unilateral filing with the
Commission to modify this Agreement with respect to any rates, terms and
conditions, charges, or classifications of service, and the Interconnection
Customer shall have the right to make a unflateral fiing with the
Commission to modify this Agreement; provided that each Party shall have
the right to protest any such filing by the other Party and to participate fully
in any proceeding before the Commissioh in which such modifications may
be considered. Nothing in this Agreement shall limit the rights of the Parties
exoept to the extent that the Parties otherwise agree as provided herein.

Article 13, Notices
13.1 Genersal
Unless otherwise provided in this Agreement, any written notice, demand,
or request required or authorized in connection with this Agresment (Notice)
shall be desmed properly given if delivered in person, delivered by

recognized national courier service, sent by first class mall, postage
prepald, or sent electronically to the person specified below:

[f to the Interconnection Gustomar,

Interconnection Custormer: _ SolAmerica:8G; LLC .

Attention: George N. Moy

Address: ... 1819 Peachlree Road, Suite.100

Cityt... Aflanta State: _GA __ Zip: 30309
Phone! . 404:881-8178.  Other: . .A04:381-8175,
Emalli gmoti@solamerlgaeneray,com
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Ifto the Utility:
Utility: . South Carolina Electric & Gas Company

Attention;___Manager ~ Electrlc Trénsmissjon Support

Address: ___ 220 Operation Way, Mall Code J3@.... .. - -z,

Cityr___.__Cayce State: SC___Zipt, 29033
Phone; ., 808:217:2175 . Fex:___803.033-7046
Emall ____ElectrieTransmisslon(@s0ana.com.....

13,2 Billing and Payment

Billings and payments shall be sent to the addresses set out hejow:
If to the Interconnection Customer:

Interconnection Customer: . SolAmerica SC, LLC. .

Attention: __JonPinner . ...

Address: ___1819 Peachtree Road, Sulte 100

City: . Aflanta A State; _GA__ Zip: _30309

Phone),.. 404-361-8175 . Other: .. 404-351-8178
Emall:jpinner@solamericaenardy.com; payables@solamericaenergy.com

1= B
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If to the Utility:

Utility: South Carolina Electrie & Gas Company

Attention;_. .. Manager — Electrlo.Transmission Support

Address; ___220 Operation Way, Mail Gode J36

Clty:, Caysei. , . State: 8C__ Zip, 20033
Phone:___ 803-217:2176__.  Fax: . 808:938:7046
Email: . ElectricTransmission@scana.com : <

13.3  Alternative Forms of Notlce,

Any notlce or request required or permitted to be given by either Party to
the other and not requlred by this Agreement to be given in writing may he
so given by telephone, facsimile or e-mail to the telephone numbers and e~
mail addresses set out below:

If to the Interconnection Customer:

Interconnection Customer; ____ SolAmerica 8G, LLG .- ... ,}
Aftention: _Stan Allen | Eg
Address: ___1819 Peachtree Road, §tiite, 100 3
Clty; ... Atlanta State; _GA  Zip: 30309 r.-I
Phone: ... _.404:351-8176 .  Other: .. 404-361-8175 %J
Email,_.___ sallgp@solameri_qag}‘jga_.r‘gytqqmmv.. »

g

&
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If to the Utllity:

Utility: South Carolina Electric & Gas Company

Aftention:.  Manager = Electric Transmission Support

Address; ___ 220 Qperation Way, MallCode J36 . .. wwee

Clty: . Cayce State: $C__ Zip: 209033
Phone: . 803-217-2176 ... Fax, ___ 803-933-7046
Emallt ... .. ElectricTransmission@scana.com

13.4 Designated Operating Representative

The Parties may also designate operating representatives to conduct the
communications which may be necessary of convenient for the
administration of this Agreement. This person will also serve as the point of
contact with respect to operations and maintenance of the Party's facilities.

Interconnection Customer's Operating Representatives

Interconnection Customer: SolAmerica SC LLC

Afttention: . George N, Mori and Pete.Corbett ... ..

Address: ..__1818 Peachtree Road, Suite 100 s

Clty: _ Atlanta . State: _GA _ Zip: 30309
Phone:, 404-361-8175 .. Other;, _404-361-8176

Email:amori@solamericaenergy.com; peothett@solamericaenergy.com
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Utility's Operating Representativet

Utllity: South Carolina Electric & Gas Company

Attention;.__Manager ~ Electrlc Traristhission Support

Address; ___220 Qperation Way, MailCode J36.. ...

City: Cayce State: 8C___Zip:__29033
Phonet 803-217-2175 Fax: 803-033-7046_
Emall:,____ElectricTransmissloh@scana.com

13,6 Changes to the Notlce.Information

Either Party may change this Information by giving five Business Days
~ written notice prlor to the effective date of the change.
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IN WITNESS WHEREOE, the Partles have caused this Agreement to be executed by
thelr respective duly autharized representatives.

For the Utility
Name!:_. ? XWM{@X)

Print Name: __Pandells N, Xanthakos

Titte: __ VP —Electric Transmission

Date! . \(}i“\;\(l)

4

Eor the Interconnection Customer,

£y, -

Name}. A

Print Name: _ George N, Mori

Title: .Executive.\/ice President

Date: Qg 'i?) &)_ 1010 b
@
@
£
o)
+h
'
o
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Interconnection Agreement
Appendix 1

See Glossary of Terms, Attachment 1 to the South Carolina Generator Interconnection
Procedures.

For ease of reference, the Glossary of Terms is reproduced hereln,

Glossary of Terms

20 kW Inverter Process — The procedure for evaluating an Interconnection Reduest fora
seriified Inverter-based Generating Facility no larger than 20 kW that uses the Section 2
screens, The application process uses an all-n-one document that Includes a simplified
Interconnection Request Application Form, simplified procedures, and a btief set of Terms
and Conditions. (See Attachment 7)

Affected System — An electric systern other than the Utllity's System that may be affected
by the proposed interconnection, The owner of an Affected System might be a Party to the
Interconnection Agreement or other study agreements needed to Interconnect the
Generating Facllity. ‘

Applicable Laws and Regulations — All duly promulgated applicable federal, state and
local laws, regulations, rules, ordinances, codes, decraes, judgments, directives, or judicial
or administrative orders, permits and other duly authotlzed actions of any Governmental

Authority.

Auxiliary Load — The term "Auxillary Load" shall mean powar used to operate auxiliary
aquipment In the facllity necessary for power generation (such as pumps, blowers, fual
preparation machinery, exclters, etc.),

Business Day - Monday through Friday, excluding State Holidays.
Commission — The Public Service Commission of South Garoling,

Default — The failure of a breaching Party to cure its breach under the Interconnection
Agreament.

Distribution System — The Utllity's facllitles and equipment used to transmit electricity to
ultimate usage points such as homes and Industries from nearby generators or from
interchanges with higher voltage transmission networks which transport bulk power over
longer distances. The voltage levels at which Distribution Systems operate differ among

areas.

Distribution Upgrades — The additions, modifications, and upgrades to the Utliity's
Distribution System at or beyond the Point of Interconnection to facliitate interconnection of
the Generating Facillty and render the service necessary to allow the Generating Facility to
operate [n parallel with the Utility and to inject electriclty onto the Utllity's System.
Distribution Upgrades da not include Interconnection Facilitles.

SCGIP Interconneaction Agreament 1
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Emergency Gondition — The term “Emergency Condition” shall mean a condition or
situation: (1) that in the judgment of the Party making the claim I8 imminently likely to
endanger life or property; of (2) that, In the case of the Utllity, is Imminently likely (as
determined In a non-discriminatory rmanner) to cause a material adverse effect on the
security of, or damage to the Utllity’s System, the Utility's Intercennection Facilities or the
systems of others to which the Utility’s System ls directly connected; or (3) that, in the case
of the Intercannection Customet, Is imminently likely (as determined in a hon-discriminatory
manner) to cause a material adverse effect on the security of, or damage to, the Generating
Facllity or the Interconnection Customer's Interconnection Faoilities.

East Track Process — The procedure for avaluating an Interconnection Request for a
certified Generating Faollity that meets the eligibllity requirements of Saection 3.1.

FERC — The Federal Energy Regulatory Commisston,

Generating Facllity — The Interconnection Customer's device for the production and/or
storage for later Injection of electriclty [dentified in the Interconnection Request, but shall not
nclude the Interconnection Customer's Interconnection Facilities.

Good Utility Practice — Any of the practices, methods and acts shgaged in or approved by
a significant portion of the electric industry during the relevant time perlod, or any of the
practices, methods and acts whish, In the exarclse of reasonable judgriient In light of the
facls known at the time the declsion was made, could have been expectad to accomplish
the deslired result at a reasonable cost consistent with goad business practices, reliabllity,
safety and expedition. Good Utility Practioe Is not intended to be limited to the optimum
practice, method, or act fo the exclusion of all oihers, but rather to be aoceptable practices,
methods, or acts generally accepted |n the reglon.

Governmental Authority — Any federal, state, local or other governmental regulatory oy
administrative agency, court, commission, department, board, or other governmental _
subdivision, legislature, rulemaking board, tribunal, or other governmental authority having
jurisdiction over the Partles, their respective faclllties, or the respective services they
provide, and exercising or entitled to exercise any administrative, exscutlve, police, or
taxing authority or power; provided, however, that such term does not include the
Interconnection Customer, the Ulility, or any affillate thereof.

Interconnection Agreement ~ Means the South Carolina Generator Inlerconnection
Agreement (See Attachment 10),

In-Service Date — The date upon which the construction of the Utillty's facilities Is
completed and the facilities are capable of belng placed into service.

Interconnection Custamer — Any valid legal entity, including the Utllity, that proposes to
Interconnect its Generating Faclity with the Utllity’s System,

Inferconnection Facilities — Collectively, the Utliity's Interconnection Facilities and the
Interconnection Customer's Interconnection Facllities, Collectively, Interconnection Facllities

include all faciliies and equipment between the Generating Facllity and the Poini of
Infersonnaction, including any modification, additions or upgrades that are necessary to
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physically and electrically Interconnect the Generating Facllity to the Utllity's 8ystem,
interconnection Facllities are sole use faciliies and shall not include Upgrades.

Interconnection Facilities Delivery Date — The Interconnection Facllities Dellvery Date
shall be the date upon which the Utllity’s Interconnection Facllities are flrst made operational
for the purposes of recelving power from the Interconnection Customer.

Interconnection Request — The Interconnection Customer's request, in accordance with
these procedures, to interconnect a new Generating Facllity, or to inarease the capaclity of,
or make a Materlal Modification to, an existing Generating Faclilty that Is interconnected
with the Utility's System.

Materlal Modification — A nmodification to machine data or equipment confliguration or to
the Interconnection site of the Generating Facliity that has a materlal impact on the cost,
timing or deslgn of any Interconnection Facliitles or Upgrades, Material Modlfications
Include project revisions proposed at any time after racelving notification by the Utllity of a
complete Interconnection Request pursuant to Section 1.3,3 that 1) alters the size or output
characteristics of the Generating Facllity from lts Utllity-approved Interconnection Request
submission: or 2) may adversely Impact other Interconnection Requests with higher Queue
Numbers,

Indicla of & Materlal Modification, Include, but are not limlted to:

« A change in Point of Interconnaction (POI) to a new location, unless the change
in a POl is on the same clicuit less than two (2) poles away from the original
locatlon, and the new PO! Is within the same protection zone as the original
location; _

« A change or replacement of generating equlpment such as generator(s),
Inverter(s), transformers, relaying, controls, etc. that is not direct substitution In
size, ratings, impedances, efficiencies or capabllities of the equipment specified
in the original or preceding Interconnection Request,

» A change from certified to non-certifled devices ("certifled” means certifled by an
OSHA recognized Nationally Recognized Test Lahoratory (NRTL), o relevant UL
and |EEE standards, authorlzed to perform tests to such standards);

¢« A change of transformer connection(s) or grounding from that orlginally
proposed;

« Achange to certifled inverters with different speciflcations or different inverter
control specifications or set-up than originally proposed,

« Anincrease of the AC output of a Generating Facllity; or
« A change reducing the AC output of the generating facllity by more than 10%.

The following are not Indicia of a Materlal Modification:

« A change in ownership of a Generating Facllity; the new owner, however, will be
required to execute a new Interconnection Agreerment and study agreement(s)
for any study which has not been completed and the report issued by the Utility.

« Achange or replacement of generating equipment such as generator(s),
Inverter(s), solar panel(s), transformers, relaying, gontrols, etc. that s a direct
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substitution in size, ratings, impedances, efficlencles or capabliiies of the
equipment specified In the orlginal or preceding Interconnection Request;

o An Increase In the DC/AC ratio that does not increase the maximum AC output
capability of the generating facllity;

» A decrease In the DC/AC ratio that does not reduce the AC output capability of
the generating facliity by more than 10%.

Maximum Physical Export Capabllity Requested - The lerm shall mean the maximum :
continuous electrical output of the Generating Facllity at any time at a power factor of ;
approximately unity as measured at the Polnt of Interconnection and the maximum kW ;
delivered to the Utility durlng any metering perlod. ;

Month — The term "Month” means the perlad Intervening between readings for the purpose
of routine billing, such readings usually belng taken once per month,

Nameplate Capacity — The term “Nameplate Gapacily” shall mean the manufacturer's
nameplate rated output capabliity of the generator, based on alternating current (AC). For
multi-unlt generator facilities, the “Nameplate Capaclty” of the facility shall be the sum of the
Individual manufacturer's nameplate rated output capabliities of the generatots, For Inverter-
based Generating Facllitles, the maximum rated capacity or "Nameplate Capacity” shall be
the sum of the inverters maximuen rated capacity AC In megawatts,

Net Capaclity — The term “Net Capaclty” shall mean the Nameplate Capacity of the
Inferconnection Customer's generating facilities, less the portion of that capacity heeded to
serve the Generating Facllity's Auxiliary Load.

Net Power — The term "Net Power" shall mean the total amount of electric power produced
by the Interconnection Customer's Generating Facility less the portion of that power used to
supply the Generating Facllify’s Auxiliary Load,

Network Resource Interconnection Service — An Interconnection Service that allows the
Interconnection Customer to Integrate its Generating Facllity with the Utllity's System (1) i
a manner comparable to that In which the Utility Integrates its generating facilities to serve
native load customers; or (2) in an RTO or 1SO with market based congestlon managament,
In the same manner as Network Resources. Network Resaurce Interconnection Service in
and of itself does not convey transmisslon setvice.

Network Upgrades — Addltions, modifications, and upgrades to the Utility's Transmission
System required to accommodate the interconnection of the Generating Facllity to the
Utllity's System. Network Upgrades do not include Distribution Upgrades,

g
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Office of Regulatory Staff — The Office of Regulatory Staff of South Carolina,

Operating Requirements — Any operating and technical requirements that may be
applicable due to Regional Rellability Organization, Independent System Operator, contro
area, or the Utility's requirements, including thosa set forth In the Interconnection

Agresment,
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Party or Parties — The Utility, Interconnection Customer, and possibly the owner of an .
Affected System, or any combinatlon of the above.

Point of Interconnection — The point where the Interconnection Facilities connect with the
Utility's System,

Queue Number — The number assigned by the Utility that establishes an Interconnection

Customer's Interconnection Request’s position in the study queue relative to all other valid
Interconnection Requests. A lower Queue Number will be studied prior to a higher Queue

Number. The Queue Number of each [nterconnection Request shall be used to determine
the cost responsibliity for the Upgrades necessary to accommodate the interconnection.

Quoue Position — The order of a valld Interconnection Request, relative to all other
pending valid Interconnection Requests, based on Queue Number,

Reasonable Efforts — With respect to an action required to be attempted or taken by a
Party under the Interconnection Agreement, efforts that are timely and conslstent with Geod
Utilify Practica and are otherwise substantially equivalent to those a Party would use to
protect its own Interests.

South Carolina Generator Interconnection Procedures — The term "South Carolina
Generator Intercannection Procedures” shall refer to the South Carolina Generator
interconnaction Procedures, Forms, and Agreements for State-Jurisdictional Generator
Interconnections as approved by the Public Service Commission of South Carolina.

Standard - The interconnection procedures, forms and agreements approved by the
Commission for Interconnection of Genarating Facliities to Utllity Systems in South Carolina,

Study Process - The procedure for evaluating an Interconnection Request that Includes
the Sectlon 4 scoping meeting, system Impact study, and facilities study. .

System — The facilities owned, controlled or operated by the Utility that are used to provide
electric service in South Garoling,

Utllity — The entify that owns, controle, ot operates facilities used for providing electric
service In South Carolina,

Transmission System — The facilities owned, controlled or operated by the Utliity that are
used to transmit electricity in South Carolina.

Upgrades ~ The required additions and modifications to the Utility's System at or beyond the
Point of Interconnaction. Upgrades may be Network Upgrades or Distribution Upgrades,
Upgrades do not Includa Interconnection Facilities.
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Interconnection Agreemeit
Appendix 2

Description and Costs of the Generating Facllity,
Interconnection Facilities, and Metering Equipment

Equipment, including the Generating Facility, Interconnection Fadilities, and metering
aquipment shall be ltemized and identified as being owned by the Interconnection
Customer, or the Utility, The Utility will provide a best estimate temized cost, including
overheads, of its Interconnection Facilities and metering equipment, and a best estimate
ltemized cost of the annual operation and maintenance expenses associated with its
Interconnection Facilities and metering equipment.

Charges for the Interconnection Facllities will begin on the In-Setvice Date specified in
the Milestones in Appendix 4, regardiess of whether the Generating Facility Is
Interconnected or generating. If requirad, the Letter of Credit may be drawn upor to pay
for the Interconnection Facilities charges,

SolAmerica SC, LLG (Davis Rd.) ("SolAmerlca” or “Facllity”) Is a solar photovoltaic
Generating Faclllty located at 71 Davis Road In Ridge Springs, South Carolina. The
Facllity represents that it is a Qualifying Facllity (‘QF”) as defined by the FERC Regulation
18 C.F.R. § 292,204, The Facllity will comply with FERC Regulation 18 C.F.R. § 202,207
by serving South Carolina Electric & Gas Gompany ("SCE&G" or “Utility") with either: (1)
a copy of the Faclity's self-certification of qualifying facllity status on Form No, 556, or (2)
a copy of the Facllity's application for FERC certification of qualifying facility status, which
Includes a Form No. 558, as well as any supplemental materials the Facllity flles in the
corresponding docket at FERC and any FERC aotion taken with regard to the application.

The Facility conslsts of elght 1,250 kVA Power Electronics HEC 1500 Freesun F&81110CU
Inverters and has a total nameplate capacity of 10,000 kW AC. Each Inverter will be
pragrammad such that the maximum allowable outpuit shall not exceed its nameplate kW
rating. The Facility will Interconnect to the 23.9 kV distribution clreult In the area.

The Interconnection Gustomer's Interconnection Facilities will include a pole mounted,
three phase, gang-operated switch and one span of 477AAC conductor (three phase plus
neutral), as specified in the one-line diagram shown in Appendix 3-B,

i ?:g@-ﬂt@w.-ﬁ = >~.j ==

The Ultility's Interconnection Facliities will include a pole mounted three phase gang
switch, a G&W Viper recloser with S8EL controls, SCADA equipment (to Include an
antenna, radios and miscellaneous hardware), primary metering equipment, and a 477
AAG conductor tap to the facility (approximately 180 ft), The equipmentand its installation
are estimated to cost $75,451.

+o-aBo.
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The Interconnection Customer will pay to the Utility an Operations and Maintenance Fee
each month. This fee will be based on the actual cost of the Interconnection Facllities
installed by the Utility and is estimated to be $115.67 monthly. The Operations and
Malntenance Fee will begin upon the In-service date specified in Appendix 4. Additionally,
the Qperations and Maintenance Fee will be updated and adjusted each year, on June
18t based on the Utility's Formula Rate filing per Attachment H of its Tariff.
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The Intercornection Customer will pay the estimated amounts associated with the Utility's
(nterconnection Fadllities and Upgrades for this Agreement as set forth In the Milestones
provided in Appendix 4 of this Agreement. Failure to make the payment may resuit in the
termination of the Generator Interconnection Agreement and the withdrawal of the
Generator Interconnection Application,

Should the Interconnection Customer terminate this Agreement pursuant to Attlcle 3.3
and cancel its interconnection with and operation on the Utllity's System for any reason,
aither during the initlal term or any extension thereof, In addition to any disconnection
costs Identified in Article 3.3.3, the Interconnection Customer shall pay to the Utility a
Facilities termination charge equal to (a) the total Installed -cost of facilities directly
assigned to the Interconnaction Customer, (b) less any Interconnection Customer
contribution to construction, (¢) less accumulated depreclation of the facilifies funded by
the Utility, (d) less salvage value of all facilities directly assigned to the Interconnection
Customer, (¢) plus the cost of temoval (including any associated environmental
(nvestigation/remedlation costs related to & spill or release of hazardous substances
caused by the Interconnection Customer or those paid or Incurred by the Utility, which
were not the result of negligence on the part of the Utility), all as determined by the Utility
in acoordance with lts standard accounting practices; provided, however, that the
tarmination charge shall not be less than zero, This charge Is subject to Article 3.3.4.

The Utility may waive a portion or all of the termination charges where (1) a successor
agreement is executed prior to termination of this Agreement, or (2) the Interconnection
Customer Is able to furnish the Utility with satisfactory evidence that a successor
oustomer will occupy the premises within a reasonable time and contract for substantlally
the same service facillties. The termination charge above shall not preclude additional

termination charges Imposed by law.
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Interconnection Agreement

One-line Diagram DPepicting the Generating Facility,

Interconnection Facilities, Metering Equipment, and Upgrades

This agreement will incorporate by reference the one-line diagram submitted by the
Custorner on 12/02/2015, revision dated 12/02/2015, with file name “"Appendix 3-A
SolAmerica SC, LL.C (Davls Rd.) SLD” as part of the Interconnection Request; or as

subsequently updated and provided to the Company.

This one-line diagram is provided as Appendix 3-A to this Agreement, In addition, the

Appendix 3

Interconnection Customer will submit to the Utility an as-bullt one~line diagram within 30
Business Days of the final inspection by the Utllity.

SCE&G Drawing No, D-82188 s provided as Appendix 3-B to this Agreement, The sketoh

below depiets a simplified one-line diagram of the Interconnection Facllities,
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[nterconnection Agreement
Appendix 4

Milestones

December 8, 2017

Reguested Upgrade In-Service Dater

Requested Interconnection Facilities In-Service Date,__ December 8, 2017

Critical milestones and responsibilily as agreed to by the Parties;

The build-out schedule does not include contingencies for deployment of Utility personnel
to asaist In outage restoration efforts on the Utility's system or the systems of other utilities
with whom the Utility has a mutual assistance agreement, Consequently, the Requested
(n-Service Date may be delayed to the extent outage restoration work Interrupts the

design, prosurement and construction of the requested facillties.

Milestone ) T complétion Date _. | Resgponslble Party .
(1)’ Paymmiertt 1 totaling $75,000 and subrill | December 8, 2016 " |I"(Fitéreaiirigction
__|.qualifying facillly. self-certification i | Customer
.{2) | Procurement of long-lead time materials Decamber 19, 2016 | Transmisslon
, and equipment ) 4 Provider
(3) | Payment 2 totaling $17.7,008.00, June 9, 2017 1 {nterconnection i
: || Customer
(4) | Stte of Utility Facilltles cleared and [ Getober™7, 2017 | Interconnection
L. lgraded e ‘ ... Customer
(5) | Completion of ritercdnniection Facliities | December 8, 2017 -Transmission
and Upgrades* Provider and
i Interconnection
‘ |Customer
"(6) | Inspection and Testing*’ | "December 22, 2017 | Transmission”
Provider and
Intarconnection
o Customer
(7) | Interconnection Customer to remedy January 12, 2018 "Interconnection
any ftems Identifled by Transmission Cusiormer '
Provider following completion of
. lLInspection and testing* . . e s
(8) | FInal Ingpestion and approval for January 19, 2018 Transmission
parallel operation® Provider

Milestane is contingant on the gomplotion

Agreed to by:

For the Utllity . \?Y\ M\Mé&

Print Name:

fRe precaving milgptenes:

_Pandells N, Xarithakos

For the Interconnection Customer 7

Print Name:

George N, Mor]

SCGIP Interconnection Agresment
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Interconnectlon Agreement
Appendix &

Addltlonal Operating Requirements for the Utllity’s
System and Affected Systems Needed to Support
the Interconnection Customer’s Needs

The Utility shali also provide requirements that must be met by the Interconnection
Customer prior to initiating parallel operation with the Utllity's System, The
Interconnection Customer shall maintain compliance with all applleable Operating
Requirements during paraliel operation with the Utility's System.

1. The Interconnection Customer will be requirad to obtain an electrical certificate of
release from the local inspection authority, provided that the local inspection
authorlty exercises jurisdiction over the Facility, prior to an initial interconnection,
which must be submitted to the Utility. Where the local inspection atthority
declines to exercise jurisdiction over the Facility, the Interconnection Customer
must provide Utility a written letter in lieu of inspection executed by the
Interconnection Customer and a Professlonal Engineer or slectrical contractor,
licensed in the State of South Carolina, The local authority Inspection or letter in
lleu of inspection must be presented to the Utility In advance of the Utility's
inspection and testing of the Intercennection Fagliities and Facllity.

2. Utllity Intends to allow the Interconnection Customer to continue normal operation
of the Facility when a Hot Line Tag is issued on any distribution feeder protective
device. Utility retains the right to Implement special settings or relay logic at the
Interconnection device during Hot Line Tag conditions. Utility also retains the
right to require the Interconnection Gustomer to dissonnect the Facllity from the
Distribution Systern during Hot Line Tag conditions on any device on the
distribution feeder (or an adjacent feader if a feeder tie condition ls in effect) if
Utllity deems a special condition warrants stich action.

3. Utility requires the Interconnection Customer to install a single lockeble visible
disconnecting means so that the Facility can be isolated from the Distribution
Systern at anytime by Utllity personnel if necessary. This device will be placed
after the primary metering point, or at a different location specified by the Utllity,
as part of the Interconnection Customer's Interconnection Facilitles. This
disconnecting device must be Visible, accessible, and operable by Utllity
persornel 24 hours a day, 7 days a weak. Al disconnecting devices controllable
at the ground level shall have a locking mechanism to allow the Utility’s
ermployees to Install & pad lock in the open position,

4, Utility will install at the Interconnection Customer's expense a disconnecting
device as part of the Utility's Interconnection Faailities to allow for isolation of the
Facility during emergency restoration situations. Utllity retains the right to
disconneot the Facility at anytime Utility deems It necessary to protect lts
Systems or for safety concerns. The Facillty will be reconnected to Utility's
Systems once the problem or issue has baen corrected or repalred and Utility
deems It safe to return to normal configuration.
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5. Where Utllity has Installed and owns an Intercornection protection device at the
Polnt of Interconnection, the device will be set to operate with “one shot logic” in
order to disconnect the Faallity In the case of a fault detected on the generator
slde of the Point of Infersonnection. The device will be set to trip in the case of
voltage or frequency fluctuations detected an the Facllity side of the devioe,
These threshold settings will be determined and set by the Utility Relay
Engineering Department, The Interconnection Facilities will be returned to
normal operation upon confirmatlon by the Interconnectior Customer that the
fault has been located and either Isolated or repaired. The Intercontiection
Gustomer will be required to contact Utility and ensure all personnel and
equipment are fully prepared to safely reconnect the Generation Facllity to the
Utility's Systems prior to Utility's Distribution Dispatch Office sending a close
signal to the device, Utility retains the right to dispatch Utility personnel to the
Facility to Inspect the repalr or ensure all personnel are In a safe position prior to
the protection device being closed.

8. Itis the intent of Utility that the Interconnaction Customer and Utllity work to
program relay settings to coordinate the Interconnection Facilities with the
Utility's Systems. The coordination will employ a tiered approach such that the
relay settings In the inverter units will be coordinated with the Utility protective
device which in turn will he coordinated with the Utllity's Systems. The
Interconnection Customer's equipment will be responsible for protecting the
Facility and inversely the Utllity protective device will be rasponsible for
protecting the Utilily's Systems, '

7. Based on Good Utility Practices the Facility will be required to come off line with
any vollage or frequency fluctuations outside of the settings thresholds given to
the Interconnection Customer by the Utility Relay Engineering Department. The
Facility will remaln off line untll normal voltage and frequency on the Distribution
Systern returns and maintains stabllity for a minimum of five minutes, Thls will
serve to protect both Utility and the Facllity equipment.

TSI PO PUCTH
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8, If a transfer trip scheme Is required to be [n place, the Interconnection Facliitles
protection device will discannect the Facllity upon operatlon of the distribution
feeder breaker Lpon which It has been placed, After the feeder breaker has
been re-energized by Utility’s Distribution Dlspaich Office the associated
protection device will be placed back in the closed position and will reconnect the

Fagility.
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9. The required relay settings for the Interconnection Facllties shall be set to match
the set points and threshold schemes as determined by Utllity's Relay
Englineering Department and are project specific based on existing feeder
settings and requirements, Utility retains the right to change the required settings
of the Interconnection Fadilities from time to time as system conditions warrant,
In such case, the Utllity will contact the Interconnection Customer, specifying the
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new setting requirements and the reasans for the necessary programming
changes. The Interconnection Customer shall make every effort to complete the
programming changes within five Business Days of being notified by Utility
personnel,

10.For periodic tasting by the Interconnection Gustomer, the Intercontiection
Customer shall provide the Utllity with a minimum of five Business Days prior to
the proposed testing date. Utility retains the right to require the Interconnection
Customer to reschedule the testing If necessary. Utility will ba allowed to be
present and withess this testing at Its own option. A copy of the testing results
shall be provided to Utility upon completion,

14.The Interconnection Customer i$ obligated to obtaln and/or sign any required
rights of way or easements necessary to perform the Interconnection with Utllity’s
Systems. Any rights of way that have to be obtained from property owners other
than the Interconnection Customer will be obtained and signed over to Utility as
directed by Utility’s Right of Way department.

12.The interconnection Customer agrees to adhere to Utllity's vegetation
management guidelines for all construction and maintenance of Interconhection

Facilities,

13.The Interconnestion Customer agrees Lpon execution of this Generator
Interconnection Agresment to maintain operation of Its Facility so as to not
adversely affect other Utility customers assoclated with the Utility's Systems, If
adverse effects directly asscolated with the Facility become apparent the
Interconnection Customer shall be responsible for correcting the sltuation, This
will be accomplished elther by additional operating constraints as determined by
Utility and the Interconnection Customer, corrections to existing Facility
equipment, the addition of new Interconnection Facllities, or system upgrades o
the Utility's Systems, These corrective measures will be the financial
responsibllity of the Intarsonnection Customer and will be agreed upon in
advance by the Interconnection Customer and Utiity.

14. The Interconnection Customer will provide the Utllity operational and forecast
information consistent with Good Utility Practices. Such Information will include,
but is not limited to, maintenance schedules, availability updates (Le., forced
outages), and generation forecasts, The Parties will agree on frequency and
timing of data submittals, Utility also anticipates that the data submittal
requirements will change over time as dictated by industry needs and
regulations.

16.The Interconnection Customer will, whenever possible consistent with Good
Utility Practice, not schedule major maintenance (n the months of December,
January, February, June, July, August or September.
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16. The Interconnection Customer will abide by all applicable rellability standards
established by the North American Electric Rellability Corporation (“NERC").

17.Failure of the Interconnection Customer to comply with all the provisions hereln |
can result in Utllity determining the possibility of adverse system effects and ;
could result In the disconnection of the Faollity from Utllity's Systems.

18.The Interconnection Customer shall grant the Utility access to data obtalned from
the Interconnection Customer's Irradiance meters assoclated with the Facllity.
Such data, as specifled by the Utility, shall be supplied fo the Utility by the 5t
business day of each calendar month,
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Interconnection Agreemert
Appendix 6

Utility’s Description of its Upgrades
and Best Eatimate of Upgrade Costs

The Utility shall describe Upgrades and provide an ftemized best estimate of the cost,
including overheads, of the Upgrades and annual operatioh and maintenance expenses
associated with such Upgrades. The Utility shall functionalize Upgrade costs and annual
expenses as elther transmisslon or distribution related,

The Utility will own and Install Upgrades conslsting of substation equipment and relay

upgrades to accommodate reverese flow and other distribution system upgrades. The
‘cost of these upgrades is $176,557,
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